Abstract: Estimating building energy consumption is difficult because it deals with complex interactions among uncertain weather conditions, occupant behaviors, and building characteristics. To facilitate estimation, this study employs a benchmarking methodology to obtain energy baseline for sample buildings. Utilizing a scientific simulation tool, this study attempts to develop energy consumption baselines of two typical concrete residences in Taiwan, and subsequently allows a simplified energy consumption prediction process at an early design stage of building development. Using weather data of three metropolitan cities as testbeds, annual energy consumption of two types of modern residences are determined through a series of simulation sessions with different building settings. The impacts of key building characteristics, including building insulation, air tightness, orientation, location, and residence type, are carefully investigated. Sample utility bills are then collected to validate the simulated results, resulting in three adjustment parameters for normalization, including 'number of residents', 'total floor area', and 'air conditioning comfort level', for justification of occupant behaviors in different living conditions. Study results not only provide valuable benchmarking data serving as references for performance evaluation of different energy-saving strategies, but also show how effective extended building insulation, enhanced air tightness, and prudent selection of residence location and orientation can be for successful implementation of building sustainability in tropical and subtropical regions.
Introduction
Sustainable development and reduction of energy consumption have been the center of attention in many countries due to the joint effects of climate change, urban heat island effect, rising cost of energy, and environmental concerns [1] . Among all energy consumers, buildings are responsible for over 30% of global energy consumption, and are considered one of the largest energy consumers in modern society [2] . A substantial proportion of building energy consumption comes from the heating, ventilation, and air conditioning systems to enhance indoor thermal comfort [3] . Various modeling studies have predicted that heating, ventilation, and air conditioning system energy demand will rise significantly in the near future due to global warming and increased living standards in metropolitan areas [4] .
Many researchers have examined regional builiding energy consumptions from different parts of the world, and they have provided valuable information to estimate future sustainable trends [2] . China is the most researched nation for its rising economy and ever-growing energy demands. Case studies with statistical data and/or real-time measurement in Beijing, Shanghai, Guangzhou, Chongqing, Changsha, and Hong Kong have been conducted to identify localized energy consumption patterns and corresponding energy-saving strategies [5] [6] [7] [8] [9] [10] [11] [12] [13] [14] . A recent study by Berardi [2] conducts a cross-nation comparison of building energy consumption and shows that the total building energy consumptions in BRIC (Brazil, Russia, India, and China) countries has already surpassed those in developed countries, which creates an urgent need to promote building energy efficiency policies in these countries. The study also suggests that appropriate policies coherent with local energy demand patterns are required to achieve substantial building energy reduction.
Taiwan started to adopt residential building energy standards in 1997, presenting an official commitment to achieve sustainable development. These national standards are mandatory for a obtaining building permit so that they are profoundly implemented in practice. The standards primarily cover the performance of the building envelope with U-factor requirements in thermal conductivity for the roof and walls, and a Req index (Ratio of Equivalent Transparency Index) for fenestration. According to the standards, the following three basic code requirements have to be observed:
Uar (average U-factor of roof) < 1.0 W/(m 2 ·K)
Uaw (average U-factor of wall) < 3.5 W/(m 2 ·K)
Req < Reqs (baseline)
where Reqs is region specific and is set at 13% in north, 15% in middle, and 18% in south.
In addition to the mandatory building energy standards, the Taiwan government has also proposed a voluntary green building certification system called EEWH (Ecology, Energy, Waste Reduction, and Health), as a more aggressive sustainability-driving program. However, voluntary compliance of EEWH has had little commercial success due to limited understanding of the possible benefits frm the program.
To implement extra energy-efficiency strategies, stakeholders need to estimate energy consumption of each strategy so that they can understand what level of savings can be achieved. However, estimating building energy consumption is difficult because it deals with complex interactions among uncertain weather conditions, occupant behaviors, and building characteristics. 3D simulation tools employing robust physical principles can be used for estimation purposes, but collection and operation of detailed parameters in 3D modeling are time-consuming and cost inefficient at an early stage of building development [15] . Furthermore, due to a lack of precise building and environment parameters and uncertainties of occupant behaviors, discrepancy between data inputs and real situations can easily lead to poor simulation results. To reduce elaborated data inputs, some researchers have developed simpler models for some particular applications. For example, White and Reichmuth [16] proposed to use average monthly temperatures to predict monthly building energy consumption, and the outcome was proven to be more accurate than that of standard simulation procedures using heating and cooling degree days. Nevertheless, when simulation tools are applied, aperformance gap, which is the difference between the predicted energy use and actual measured energy use, always happen and sometimes this gap is too significant to be overlooked [17] . To improve simulation accuracy, calibration is suggested in some studies [18] . Repeated calibration to fine tune different inputs can progressively match simulated results with that of a real building [19] but calibration is a tedious and complex process that effectively reveals the demanding efforts to conduct an accurate simulation [20] . In spite of some complications with the data inputs and operations, 3D simulation tools can provide a satisfactory energy performance basis for comparing different design alternatives with proper assumptions [21] .
Other than struggling with uncertainties encountered in 3D simulation, a benchmarking system with predetermined baseline consumption data of sample buildings can be employed to predict how a real building with similar characteristics should perform. This kind of benchmarking prediction usually has to be normalized in consideration of the different settings between the sample building and the one being predicted [22, 23] . Baseline consumption data of sample buildings can function as an immediate energy comparison indicator, and have the advantage of encouraging poor performers to spot their problematic areas and consequently encourage them to promote efficient use of energy. Although limited in scope, the implementation of energy performance prediction from baseline data is inexpensive, fast, and relatively reliable [24] .
Aiming at implementing energy benchmarking to promote building sustainability, this study attempts to develop energy consumption baselines of typical concrete residences in Taiwan with scientific simulation. Subsequently, the baselines are used to facilitate a simple energy prediction model at an early design stage of building development. This study is intended to define what typical modern residences are like and how middle-class occupants behave in Taiwan. Therefore, a residence matching the type of the sample building and the basic assumptions should have a similar energy consumption profile to the baseline. Using a trustworthy simulation engine of a sustainable design software Ecotect Analysis®(Autodesk, San Rafael, CA, USA), and utilizing weather data from three major metropolitan cities of Taiwan as testbeds, two popular types of modern concrete residences, a 5-story single family house and a 12-story high-rise condominium, are modeled. In addition to residence type, other building characteristics considered in the simulation include building insulation, airtightness, orientation, and location. The impacting magnitudes of building characteristics on energy use are analyzed and compared. The goal is to identify key building characteristics that will impact building energy efficiency the most for Taiwan's concrete residences. To validate the simulated results, sample utility bills are then collected and aligned with the baselines. Adjustment parameters for normalizing energy prediction can also be determined with the validation process.
Study Area and Model Descriptions

Study Area
Situated at the boundary between the Eurasian Plate and Philippine Sea Plate, Taiwan is an earthquake-prone country (Figure 1 ). To fight against frequent earthquakes, Taiwan has strict building codes that make concrete the main structural material for modern residential buildings. Concrete, on the other hand, is a poor insulator, which allows the sun's powerful rays to penetrate through the building envelope and heat up the interior. On a typical summer day in Taiwan, the temperature inside concrete building can easily exceed mid-30 degrees Celsius without air conditioning.
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Study Area and Model Descriptions
Study Area
Situated at the boundary between the Eurasian Plate and Philippine Sea Plate, Taiwan is an earthquake-prone country ( Figure 1 ). To fight against frequent earthquakes, Taiwan has strict building codes that make concrete the main structural material for modern residential buildings. Concrete, on the other hand, is a poor insulator, which allows the sun's powerful rays to penetrate through the building envelope and heat up the interior. On a typical summer day in Taiwan, the temperature inside concrete building can easily exceed mid-30 degrees Celsius without air conditioning. In this study, energy consumption of Taiwan's three major cities-Taipei, Taichung, and Kaohsiung-are investigated. Taipei and Taichung are located in the subtropical region, and Kaohsiung is located in tropical region. The average temperature of these three cities from 1981 to 2010 is shown in Table 1 [25] . In this study, energy consumption of Taiwan's three major cities-Taipei, Taichung, and Kaohsiung-are investigated. Taipei and Taichung are located in the subtropical region, and Kaohsiung is located in tropical region. The average temperature of these three cities from 1981 to 2010 is shown in Table 1 [25] . 
Model Descriptions
Two types of concrete residences are often found in Taiwan: low-rise houses, and high-rise condominiums. Unlike in large countries such as the United States, most suburban low-rise houses in Taiwan do not stand alone due to limited available land and the towering land cost [26] . A popular style of such low-rise residence is a twin-unit type consisting of two identical houses of three to five stories. The other popular type of residence is high-rise condominiums and most of them are 12 to 14 stories tall with a height of 50 meters or less [27] . Figure 2 shows these two typical modern residence types studied in this research. Case (a) is a twin-unit low-rise house of five stories and the floor area of each unit is 397 m 2 (794 m 2 in total). Case (b) is a high-rise condominium of 12 stories, while each story has two living units (24 units in total) and the floor area of each unit is 161 m 2 (3864 m 2 in total). Both cases are based on real projects in the 2010s, targeting middle to upper-class buyers. Floor height for both cases is 3.6 m and the ratio of equivalent transparency (fenestration) is 15%, and their typical floor plans are shown in Figure 3 .
This study utilizes Ecotect Analysis 2011 student version as the internal load analysis tool to determine energy consumption, and Ecotect uses the admittance method by the Chartered Institution of Building Services Engineers (CIBSE) for its thermal analysis. Like other thermal analysis methods, the admittance method does not guarantee absolute accuracy of a calculation, but as long as the assumption bases of any comparative calculations are the same and that relative accuracy can be achieved [28] . The purpose of this study takes advantage of the great benefit of the admittance method when it is used as a comparative tool to compare the relative impacts of different design options. For simulation purposes, general assumptions in this study are described as follows:
(1) Occupancy and operation setting: the occupancy of each house is set at 6, including grandparents, parents, and a pair of kids. Parents and kids leave home at 8:00 am and come back at 6:00 pm, while grandparents stay at home all day. The occupancy of each unit in the condominium is set at 4 (parents, and a pair of kids), and all four leave home at 8:00 am and come back at 6:00 pm. In both cases, human activity level is in sedentary mode at 70 W; (2) Air conditioning: air conditioning is turned on when room temperature is above 26 • C in a 24-h setting; (3) Internal gains (values for both lighting, and small power loads per unit floor area): sensible gain is set at 5 W/m 2 (by lighting, and small power loads), and latent gain is 5 W/m 2 (by small power loads such as cookers, electric kettle, hot water heaters, etc.) in both cases; (4) Internal design conditions setting: clothing is set at 1.0, relative humidity at 60%, air velocity at 0.5 m/s, and lighting level at 300 lux; and (5) Windows setting: windows remain closed all time.
Building orientation is defined as the most important facade of the building, which generally has the most windows and receives the most solar energy. Two orientation options are modeled: 'facing west' (denoting the case with largest solar heat reception in summer) and 'facing north' (denoting the case with strongest wind chill reception in winter). Building orientation is defined as the most important facade of the building, which generally has the most windows and receives the most solar energy. Two orientation options are modeled: 'facing west' (denoting the case with largest solar heat reception in summer) and 'facing north' (denoting the case with strongest wind chill reception in winter).
'Typical insulation' and 'extended insulation' are the two options for building insulation. 'Typical insulation', the common concrete building envelope in Taiwan [29] , uses ceramic tile for 'Typical insulation' and 'extended insulation' are the two options for building insulation. 'Typical insulation', the common concrete building envelope in Taiwan [29] , uses ceramic tile for wall finishing, basic roof insulation with lightweight concrete and thin polystyrene foam, and traditional glass for all windows (as shown in Table 2 ). 'Typical insulation' exibits a basic code-compliance thermal conductivity of 3.230 W/m 2 ·k on the wall, 1.00 W/m 2 ·k on the roof, and 6.00 W/m 2 ·k on the windows, respectively. 'Extended insulation' is an enhanced heat resisting envelope which adds expanded polystyrene (EPS) to the wall and roof, and also uses double-layered Low-E glass for windows. The addition of EPS (with a U-value of 0.04) and Low-E glass reduces the thermal conductivity to 1.07 on the wall, 0.75 W/m 2 ·k on the roof, and 2.5 W/m 2 ·k on the windows. Table 3 shows the material composition of 'extended insulation'. Air tightness is measured in air changes per hour (ac/h) at an indoor-outdoor pressure difference of 50 Pascals, and air change is air flow rate normalized by building interior volume. According to a Sustainability 2017, 9, 257 7 of 13 case study in Lithuania, the ac/h of normal houses varies [31] . The study showed that ac/h value is between 4.17 and 8.05 when the houses were not properly tightened, and ac/h could be below 0.5 if properly sealed. STR 2.05.01:2005 [32] states that the air change rate (ac/h) has to be three air changes per hour for detached houses without ventilation devices. In Taiwan, no ac/h specification has been reinforced, while a study shows an average ac/h (natural ventilation) in a Taiwanese residence is 3-6 [33] . This study assumes that the typical ac/h in Taiwan is 3.25. On the other hand, for energy saving purposes, the ac/h for a properly air tightened residence is set at 0.5.
Results and Discussion
Annual Energy Consumption
Creating geometric models, assigning building properties, and applying climate and weather data are the three primary steps required for estimating annual energy consumption using simulation. In this study, two building models are created. Three major sets of building properties are assigned, including two orientations (facing west and facing north), two levels of insulation (typical insulation and extended insulation), and two degrees of air tightness (0.5 ac/h and 3.5 ach). Climate and weather data of three cities (Taipei, Taichung, Kaohsiung) are then applied. The research team has completed a total of 48 different simulation scenarios (2 building types × 2 orientations × 2 insulations × 2 air tightness × 3 cities), and annual energy consumption data of all 48 scenarios is summarized in Table 4 . For low-rise house, the maximum annual energy consumption is 118,164.58 KWH, which occurs when the house is facing north, located in Kaohsiung, and with typical insulation and air leak feature of 3.25 ac/h. In contrast, the minimum annual energy consumption is 37,757.78 KWH, when the house is facing west, located in Taipei, and with extended insulation and air tight feature 0.5 ac/h. The most energy-efficient house requires only 31.95% of the least energy-efficient one. In other words, the house at improper location and orientation and without enhanced insulation and air tightness can consume 3.13 times energy of the one with better choices. For high-rise condominium, the least energy-efficient type (Kaohsiung, facing west, typical insulation, and air leak) requires 506,015.62 KWH, while the most energy-efficient type (Taipei, facing north, extended insulation, and air tight) requires 182,175.39 KWH, which is only 36.00% of (or 2.78 times more energy-efficient than) the ill-schemed condominium.
To examine individual impact of each factor, impacting percentage from the baseline data is calculated and it is defined as the following:
Impacting (%) = energy consumption with the examined factor − baseline energy consumption baseline energy consumption Baseline data represents current energy consumption condition, which is always the worst case in each individual category. Table 5 summarizes the baseline data for both house and condominium Sustainability 2017, 9, 257 8 of 13 in different cities. Comparing the data between house and condominium, it is found that 12-story condominium can achieve around 10% (ranging from 8.01% to 12.03%) energy saving per unit area, and over 44% (ranging from 44.03% to 46.47%) saving per capita when compared with living in house. Totally, each family living in a condominium can save over 62% (ranging from 62.69% to 64.31%) energy annually. It shows that living in the big house is much less energy-efficient than living in the smaller condominium. From the impacting percentage calculation on each studied factor, the research team has concluded the following individual impacts of insulation, air tightness, orientation, and location on the two types of residences (as shown in Table 6 Orientation impact: Using typical insulation in Taipei as an example 'facing west' results in 1.59% (12-story condominium) to 3.11% (5-story house) energy increase. Compared with impacts from insulation and air tightness, orientation impact is small and can almost be neglected.
5.
Location impact: Houses (facing north) in Kaohsiung require 45.03% more annual energy than the same house in Taipei. Houses (facing north) in Taichung require 12.84% more annual energy than the same house Taipei. Condominiums (facing north) in Kaohsiung and in Taichung require 41.44% and 13.49% more annual energy than the same condo in Taipei, respectively. Houses and condominiums facing west have similar results. * lowest impacting%; ** highest impacting%; Impacting (%) = (examined consumption-baseline consumption)/ baseline consumption.
Among all factors, 'air tightness' results in the greatest impact at about 40% energy improvement. On the other hand, envelope insulation, which has been recognized as the most effective energy-saving methodology, results in only less than 18% improvement. This study shows that 'air tightness' should be the foremost strategy for home developers. However, building code enforcement of air tightness has been ignored by a lot of countries, including Taiwan. The simulations also show that the impacts of simultaneous implementation of both insulation and air tightness results in 52.63% energy improvement. Further examining the individual impact of insulation and air tightness, which are 17.77% and 39.78% respectively, we have found that the simulated double impact of 52.63% is less than the summation of individual implementation (17.77% + 39.78% = 57.55%).
The same house located in different cities such as Taipei and Kaohsiung results in an over 45% energy consumption variation. This kind of result would not be surprising if the study was on large countries like USA or China which sit across various climate zones with widely ranging temperatures. However, this study is conducted in Taiwan, which is a tiny island with a total area of a mere 36,000 square km. The 45% energy variation is surprisingly high, considering the fact that the two studied cities, Taipei and Kaohsiung, which sit respectively on the north and south of the island, are only separated by 350 km. In fact, the tropic of Cancer (23.5 latitude) cuts through the middle of Taiwan, which separates the entire island into two different climate zones. The northern part of the island belongs to the subtropics, which has warm to hot summers and cool to mild winters with infrequent frost. In contrast, the southern part belongs to tropics, which is warm, hot, and humid in springs, summers, and autumns, with very mild winters. The study shows that the energy consumption depends largely on local climate characteristics and requires regional-specific investigation to provide accurate predictions.
Baseline Validation and Adjustment Parameters
A sample family's utility bills fitting the living condition settings in this study are collected to compare with the simulated results. This sample family locates at the 10th floor a 12-story north-facing condominium in Sungshan district of Taipei City, and has a floor area of 183 m 2 . This sample family has three members, including a pair of middle-class parents (double income) and a 10-year-old daughter. The sample family's utility bills from 2014 through 2016 and the calculated energy consumption indexes are summarized in Table 7 . Compared with the sample utility bills, the simulation seems to yield an exaggerated energy consumption number. A possible explanation for such discrepancy is that the sample family usually does not cook at home and does not always demand the highest level of air-conditioning comfort, which could result in some degrees of energy saving. The utility bills also show a constant increase of energy use from 2014 through 2016, and it is possibly because of the increasing energy demands of the grown-up daughter and the ascending heat island effects in the Taipei metropolitan area as well. Past empirical studies have revealed noticeable differences between simulated and measured performances of energy consumption [34, 35] . Some studies have also revealed that uncertainties such as occupant behavior, life style and even building construction practices may contribute to the variation in energy consumption in different households, but the extent of their exact influences are still undetermined [36] [37] [38] . The comparison between the simulated data and the actual utility bills shows the same conclusion. To narrow the large performance gap, normalization process is conducted to fit occupant behaviors of the sample family with the simulation settings. Three parameters, including number of residents, floor area, and desired comfort level are suggested to justify the simulated data for normalization purposes. A simple normalization approach is employed as suggested in [22, 23] , so that these three parameters are assumed to be linearly scalable, however exact impacting magnitude may vary from case to case and require further future investigation. These three parameters are explained as follows:
1.
Number of residents (P no_res ): 6 residents in house and 4 residents in condominium are assumed in the simulation. Energy consumption is strongly correlated to the number of residents [39] . A linear regression has been used to describe the relationship between occupancy rate and energy consumption [40] , suggesting linear relationship a reasonable hypothesis. Hence, a "number of residents" adjustment parameter (P no_res ) in the form of "actual number of residents/6, for house" or "actual number of residents/4, for condominium" is suggested when the number of residents varies. 2.
Total floor area (P fl_area ): The initial assumption of the house and condominium area are set at 397 m 2 and 161 m 2 respectively. These are considered typical settings for upper middle class communities in suburban areas in Taiwan. However, floor area may vary in different cases. When calculating energy consumption with the admittance method, the internal gains (W/m 2 ), energy use intensity, and lighting intensity (lm/m 2 , lux) are defined based on floor area, the resulting energy is directly proportional to floor area. Energy consumption from air conditioning load due to solar gains is calculated based on the respective sunlit area on wall, roof, and glaze (m 2 ) and the solar intensity (M/m 2 ). Sunlit area on roof is the same as floor area, and when both fenestration ratio and floor height are fixed, the envelope area on the wall and glaze is not directly proportional to the floor area but has strong correlation. This study suggests a linear 'total floor area' adjustment parameter (P fl_area ) in the form of "actual floor area/397, for house" or "actual floor area/161, for condominium" be asserted in estimation when floor area varies to simplify the estimate. 3.
Air conditioning comfort level (P AC_comf ): The simulation assumed air conditioning (AC) is turned on in the entire floor area when room temperature goes above 26 • C in a 24-h setting, no matter whether residents are home or not. This setting results in the maximum comfort, but is not at all energy efficient. According to the simulation results of such setting, the average daily AC operation time is 7.44 h, and AC accounts for 54.38% of annual energy consumption in concrete residences. That is, when AC is turned off completely, an energy saving of 54.38% can be achieved. However, turning-off AC is not a reasonable scenario in the metropolitan areas in investigated regions, where interior temperature can reach high-30 degrees Celsius in summer. Based on the simulation, a minimum AC energy requirement to secure least comfort level could achieve an energy saving of 43.12% when the AC temperature is turned on at 30 • C and in limited hours between 10:00 PM and 4:00 AM and also in limited cooling areas. From the data derived from simulation, this study suggests a four-level air conditioning comfort level setting (P AC_comf ) that could be asserted to meet different AC comfort level requirements: (a) for maximum AC comfort, P AC_comf is set at "1"; (b) for moderate AC comfort, P AC_comf is set at "0.8563"(AC on at 27 • C and operates for 14 h); (c) for less than moderate AC comfort, P AC_comf is set at "0.7125" (AC on at 28 • C and operates for 10 h); and (d) for least AC comfort, P AC_comf is set at " 0.5688" (1-0.4312) (AC on at 30 • C and operates for 6 h).
By accompanying with the baseline energy consumption data in Tables 4 and 5 , the three proposed adjustment parameters can be used to develop a better prediction of energy consumption appropriate for different living standards. After normalization with these adjustment parameters, the energy consumption can be described as the following equation:
Predicted Energy Consumption = (Baseline Data) * (P no_res ) * (P fl_area ) * (P AC_comf ) For example, we can normalize the energy demand of the sample family (3 members/183 m 2 / facing north/condominium/typical insulation/standard air tightness/Taipei/moderate AC comfort) as follows and it shows that the normalization significantly close the performance gap:
Annual Energy Consumption = 14,650.92 KWH* (3/4) * (183/161) * (0.8563) = 10,694 KWH (where 14,650.92 KWH is the baseline data retrieved from Table 5 ).
Conclusions
Based on scientific simulation, this study develops energy consumption baselines for two popular types of modern concrete residences in three major cities of Taiwan. The impacts of residence locations/orientations/types and key building characteristics including envelope insulation and air tightness are analyzed and presented. To validate the baseline, utility bills of a sample middle-class family are collected and compared with the simulated results. For normalization of predicted results, three adjustment parameters ('number of residents', 'total floor area', and 'air conditioning comfort level') are suggested and proved to narrow the performance gap significantly. With the simulated baselines and the three adjustment parameters, an inexpensive, fast, and reliable energy consumption estimate becomes possible.
In addition to the demonstration of benchmarking approach for energy prediction, this research has also drawn the following conclusions: (1) Both extended insulation and enhanced airtightness can substantially reduce energy consumption, while air tightness is more effective, reaching an average impact of 39.78%; (2) Buildings facing west always consume more energy than buildings facing north, and this impact is between 1.59% and 3.11%; (3) Location wise, buildings in Kaohsiung are less energy-efficient, consuming 45% more energy than identical buildings in Taipei.
As one of the pioneering energy consumption simulation studies in Taiwan, which take into account different locations/orientations and residence types, as well as other key building characteristics, this research has demonstrated that scientific simulation can provide valuable and accountable data for stakeholders in affirming their energy-reduction implementation decision while pursuing sustainable innovation. During the simulation sessions, this study also found that basic assumptions such as window open/close, occupancy number, relative humidity, and internal loading are also factors that can affect energy consumption. The exact impacting magnitudes of these assumptions require further detailed investigations in the future.
